1. Introduction {#sec1}
===============

Airborne infectious diseases have attracted significant attention worldwide in recent decades due to successive outbreaks of severe acute respiratory syndrome (SARS), Middle East respiratory syndrome (MERS), tuberculosis (TB), and other emerging infections (EIs) \[[@bib1], [@bib2], [@bib3], [@bib4], [@bib5], [@bib6], [@bib7]\]. In particular, since December 2019, one emerging pneumonia infection COVID-19, caused by the *Novel Coronavirus* SARS-CoV-2, has spread quickly from Wuhan to the whole of China. Evidence shows that this infectious disease can spread through aerosols \[[@bib8]\]. In addition, the risk of accidental exposure during a normal working procedure or emergency issue, such as frequent bioterrorism, have also caused international alert \[[@bib9], [@bib10], [@bib11]\]. As a result, the need to eliminate pathogenic bioaerosols has been promoted, and a safe environment to avoid the threat of infectious microorganisms and protect human health is essential \[[@bib12]\].

A BSL-3 laboratory is mandatory for testing pathogenic bioaerosols and for vaccine development, such as for COVID-19, that display high infectivity \[[@bib13]\]. However, such biosafety laboratories could actually become a source of LAIs if they are inappropriately designed and operated. Therefore, our pursuits are aimed at exploring the diffusion of bioaerosols in a BSL-3 laboratory, with the goal of proposing effective control strategies for risk reduction, especially in unexpected situations.

In recent years, a number of studies have been carried out on standard systems, normal management, and risk assessment in biosafety laboratories \[[@bib14],[@bib15]\]. Some researchers have even employed visualization and CFD technology to investigate the risk of exposure to infections in the laboratory. Barbosa et al. \[[@bib16]\] numerically simulated the contaminant contention of a biological safety cabinet (BSC) with different indoor parameters (e.g. inflow velocity, air exchange rate, and room thermal load), and found that increasing the indoor ventilation rate may reduce the control effect of the BSC on pollutants, therefore increasing the risk of exposure. Similarly, Liu et al. \[[@bib17]\] utilized a CFD method to study the transport characteristics of gaseous pollutants in a chemical laboratory under different ventilation conditions. They identified the location of the pollution source, the ventilation mode, and the air exchange rate as the three major factors affecting overall ventilation performance. Feng et al. \[[@bib18]\] explored the impact of airflow on aerosol protection in the laboratory and found that air distribution pattern was a critical factor in influencing the residence time of bioaerosols, thereby affecting exposure risk.

All of these studies highlight the need to create a safer laboratory environment. However, they all focus only on the impact of ventilation pattern and airflow conditions on bioaerosols or gaseous pollutants, which is not enough. To create a truly safer working environment, more work is needed to identify ways to remove bioaerosols as well as determine the effect of the spatial-temporal characteristics of a typical BSL-3 laboratory layout. Thus, the aim of the current study was to identify the most seriously contaminated locations within a BSL-3 laboratory, as well as to determine the ventilation efficiency for bioaerosol removal, in an effort to develop guidelines for routine laboratory operations. Experiments and numerical simulations were used to explore potential infection risks from exposure to two kinds of bioaerosols, *Serratia marcescens* and phage ΦX174, in a typical BSL-3 laboratory. The ventilation efficiency of bioaerosol removal was quantitatively examined, and the spatial-temporal characteristics of bioaerosol dispersion and deposition were investigated in depth. In addition, the most contaminated areas and surfaces within the laboratory were identified. Numerical tracking, including both suspended and deposited bioaerosols, was employed to determine migration patterns and deposition mechanisms. A three-dimensional concentration iso-surface map in conjunction with flow field was used to determine the formation of vortex flow regions and high-concentration regions (both in space or on a surface). Our results provide the scientific basis for determining the optimal time interval between different experiments, and will help to devise guidelines for routine follow-up disinfection procedures in the laboratory. The layout of the BSL-3 laboratory used in this study was designed according to the standards of the World Health Organization \[[@bib19]\], and therefore all conclusions regarding biological aerosol removal or deposition will be relevant to the operation of other similar BSL-3 laboratories.

2. Methodology {#sec2}
==============

2.1. Physical model {#sec2.1}
-------------------

A typical BSL-3 laboratory with dimensions *x* × *y* × *z* = 8 m × 2.5 m × 4 m in Beijing was selected as the physical model ([Fig. 1](#fig1){ref-type="fig"} (a) and (b)). The laboratory was modeled with an up-supply and up-return ventilation mode, which was characterized by a downward airflow into the room from ceiling inlets, then flow out of the room through ceiling outlets after sustained directional movement \[[@bib20]\]. According to the experimental investigation, clean air with velocity 0.7 m/s was supplied from two square diffusers measuring 0.63 m × 0.63 m and exhausted from outlets measuring 1.086 m × 0.553 m.Fig. 1(a) Vertical view of BSL-3 laboratory; (b) Field experimental picture in BSL-3 laboratory; (c) Schematic representation of BSL-3 laboratory layout; (d) Locations of sampling points.Fig. 1

[Fig. 1](#fig1){ref-type="fig"}(c) shows a schematic representation of the laboratory layout and sampling points in a CFD model with dimensions equivalent to the experimental laboratory. To simplify the analysis and description of relevant details, X+, X-, Z+ and Z-were used to represent the front, rear, left and right walls, along the direction of the main airflow, respectively. This BSL-3 laboratory was equipped with an A2 biosafety cabinet (BSC, 2.5 m × 0.9 m × 2.1 m), as well as six other items of commonly used equipment and two experimental tables ([Fig. 1](#fig1){ref-type="fig"}(c)). Each piece of equipment was represented by a rectangular box, which is the general shape of autoclaves, centrifuges, freezers, incubators, and most biological laboratory equipment \[[@bib16]\]. The locations of sampling points S1, S2, S3 and S4 are shown in [Fig. 1](#fig1){ref-type="fig"}(d), and the dimensions of the laboratory equipment and experimental tables are listed in [Table 1](#tbl1){ref-type="table"} . Due to the particularity of BSL-3 laboratory, there are several considerations for the arrangement of sampling points in this study. First of all, it is not appropriate to select too many sampling points due to the fact that excessive arrangement of measuring equipment may damage the ventilation form. Second, the sampling points should be representative and can cover the typical positions (i.e. source position, two diffusion positions of main flow zone, outlet position) so as to capture the characteristics of pollutant removal path. Finally, several sampling points should be selected at the height of human respiratory zone, which is beneficial to the analysis of subsequent simulations.Table 1Size of laboratory equipment and experimental tables.Table 1Biosafety CabinetLaboratory equipment (1)Laboratory equipment (2)Laboratory equipment (3)Laboratory equipment (4)Laboratory equipment (5)Laboratory equipment (6)Experimental tableX(m)2.50.510.750.80.550.53Y(m)2.10.5120.51.651.50.85Z(m)0.91.450.50.850.50.550.50.5

The purpose of this study aims to evaluate the removal effect of bioaerosols and the actual operation effect of sustained directional airflow, because the clean air control scope and real operation effect were often affected by experiment layouts. Therefore, for better analyses, the contaminant source was placed in the clean zone (below the inlet). The bioaerosol diffusion and deposition rules obtained under this adverse scenario has more important guiding significance for the operation of an actual biosafety laboratory.

In addition, specific operation policies implemented in a BSL-3 laboratory are illustrated because operating characteristics during the experiment were relevant to the collection of experimental data and simulation settings. The interval between experiments was about 30 min, and included ventilation and evacuation (5 min), fumigation and disinfection (10 min), wiping and disinfection of key areas (5 min), ventilation and evacuation (5 min) and system inspection (5 min).

2.2. Numerical model {#sec2.2}
--------------------

A numerical model was built based on the actual laboratory size and room layout. In addition, relevant simulation settings were set according to the actual airflow form and boundary conditions. All parameters (i.e. source concentration, diameter, release speed, and position) of the two bioaerosols in the simulation were based on experimental data and were carefully verified.

According to previous reports, a typical laboratory environment has low velocity, incompressible, and turbulent fluid characteristics \[[@bib21]\]. As a consequence, airflow can be regarded as a continuous fluid and can be represented by the Euler conservation equation \[[@bib22]\]. In the current study, CFD simulations were carried out using ANSYS Fluent 17.0, and grids of the model were built by GAMBIT. The supply air diffusers were defined as a velocity-inlet boundary, pressure was specified at the outlets and a no-slip boundary condition was applied to the surfaces (i.e. walls, ceiling, ground, and equipment). After comprehensive consideration of simulation reliability and resource utilization, the N-point air supply opening model \[[@bib23]\] and a standard *k-ε* model were used to generate the turbulence model \[[@bib24]\]. Meanwhile, the standard wall function was adopted \[[@bib25]\], the second order upwind scheme was used for all variables, and the SIMPLE algorithm used to calculate the flow field. Based on the Lagrangian viewpoint, a particle tracking model was established to simulate the motion of spherical particles in continuous fluid. According to the basic theories of aerosol mechanics \[[@bib26]\], gravity, drag force, thermophoretic force (non-isothermal), Saffman force, pressure gradient force, magnus force, and virtual mass force of particles must be considered when computing particle motion. Normally, the pressure gradient force, magnus force, and virtual mass force are very small compared to other forces, and are often neglected \[[@bib27]\]. In addition, the isothermal boundary condition was employed in this simulation, therefore the effect of thermophoretic force was not considered. In summary, the equation of motion takes into account significant factors affecting particle motion including drag force ${\overset{\rightarrow}{F}}_{D}$, gravity ${\overset{\rightarrow}{F}}_{G},$and Saffman force ${\overset{\rightarrow}{F}}_{S}$and is defined in Equation [(1)](#fd1){ref-type="disp-formula"}.$$m_{p}\frac{d{\overset{\rightarrow}{U}}_{p}}{dt} = {\overset{\rightarrow}{F}}_{D} + {\overset{\rightarrow}{F}}_{G} + {\overset{\rightarrow}{F}}_{S}$$

Drag force is defined as:$$F_{D} = \frac{18u}{\rho_{p}d_{p}^{2}} \cdot \frac{C_{D}Re}{24}\left( {u_{i} - u_{pi}} \right)$$where $u$ is the molecular dynamic viscosity of the air, $\rho_{p}$ is the particle density, $d_{p}$ is the particle diameter, $C_{D}$ is the fluid drag coefficient, $Re$ is the particle Reynolds number, $u_{i}$ is the air velocity, and $u_{pi}$ is the particle velocity.

All objects are attracted by gravity, and gravitational deposition becomes more important as particle size increases. The gravity of the particles was defined as:$$F_{G} = \frac{\pi}{6}d_{P}^{3}\rho_{P}g$$

Bioaerosol particles in a shear flow field may be subjected to a force perpendicular to the mainstream. The lift of particles in a long shear flow field far from a wall is calculated using the Saffman force:$$F_{s} = \frac{1.62\mu d_{P}^{2}\left( {du/dy} \right)}{\sqrt{\nu\left| {du/dy} \right|}}\left( u - u_{Px} \right)$$where $du/dy$ is the air velocity gradient perpendicular to the wall surface, and $u_{Px}$ is the axial velocity of the particle.

In the present study, a one-way coupling Lagrangian approach was used to calculate the diffusion of all bioaerosol particles. Moreover, the discrete random walk (DRW) model was used to determine the effect of turbulence on particle diffusion. When particle concentration is low, the simulation assumes that the effect of particles on flow field is negligible. In addition, the following assumptions were used in this study:(1)The up-supply and up-return ventilation mode was taken and the particle volume fraction in the environment was much smaller than Elghobashi\'s given criterion (less than 10^−6^) \[[@bib28]\]. Thus, the effect of particle settling velocity on turbulence can be considered negligible compared to the high inflow turbulence level of the indoor environment.(2)The experimental results showed that indoor temperature was basically stable at 22 ± 1 °C. Therefore, the influence of a heat source on bioaerosol deposition or airflow is negligible in this model \[[@bib29]\].(3)According to results of Hinds \[[@bib30]\], the concentration will be halved by solidification only after more than 200 days. Therefore, it was assumed that there was no collision or solidification between the particles.(4)The bioaerosol particles were assumed to be completely reserved on the surface when in contact with the floor, wall, ceiling or equipment, due to the fact that the boundary conditions of solid surfaces in real laboratories exhibit relatively high absorption and the selected particle size was too small. In fact, the wall condition was set as a "trap" \[[@bib26],[@bib31]\].(5)According to Wei et al. \[[@bib32]\], the evaporation time of small particles is very short and the evaporation time of 1 μm particles is about 0.0006--0.0031 s. A similar conclusion was drawn by Morawska \[[@bib33]\], therefore we determined that evaporation effect would negligible in our simulation due to the small size of the selected bioaerosols.

The following criteria were exercised for the simulation work of this study. First, the simulation work has been repeated multiple times under same boundary conditions. Secondly, the simulation and the experimental results were verified by spatial concentration, and the results were acceptable. Therefore, the conclusions of subsequent simulations are considered to be stable and reliable.

2.3. Bioaerosols parameters {#sec2.3}
---------------------------

Both *Serratia marcescens* and phage ΦX174 were selected to represent high-risk microorganisms in the present study. The bioaerosol source was 0.1 m in front of S1, and bioaerosol particles were produced at the start of the experiment using a single aerosol generator. Total particle concentration at the source was tested at 10 min after release using an Aerodynamic Particle Sizer (APS 3321), and four six-stage Andersen samplers (i.e. S1, S2, S3 and S4) were used to collect bioaerosols at each sampling point. During the experimental process, sampling flow settings were all set to 28.3 L/min, and time settings were 0.5 min for S1, 5 min for S2, and 10 min for S3 and S4. Under the condition of convergence, the time step of numerical simulation was gradually increased from 0.1s to 1s. Based on this, the tracking simulation was set to 900 s to ensure that all particles were deposited or removed.

The experimental process for the two types of bioaerosols were consistent and the parameters are shown in [Table 2](#tbl2){ref-type="table"} . It is worth mentioning that the chosen release speed of 0.53 m/s was based on a bioaerosol flux of 10 L/min, and the amount of bioaerosol particles used in the CFD model was based on experimental data to ensure accuracy of the simulations. The bioaerosol diameter used in this study was the median aerodynamic particle size calculated by the APS 3321. Relevant sampling results and particle size distribution are shown in [Fig. 2](#fig2){ref-type="fig"} .Table 2Parameters of *Serratia marcescens* and phage ΦX174 (used for CFD model).Table 2Diameter (μm)Measuring time pointRelative humidityAmount (CFU/m^3^)Density (kg/m^3^)Releasing speed (m/s)Source location*Serratia marcescens*0.76010 min after release20%93217310000.530.1 m distance of S1Phage ΦX1740.69610 min after release21%87886210000.530.1 m distance of S1Fig. 2Particle counts and size distribution from the Aerodynamic Particle Sizer (APS 3321): (a) *Serratia marcescens* (b) Phage ΦX174.Fig. 2

3. Validation of numerical model {#sec3}
================================

A structured grid in a Cartesian coordinate system was employed to build a numerical model of the BSL-3 laboratory. Grid structure and density have been shown to significantly affect the simulation results of a flow field \[[@bib34], [@bib35], [@bib36]\], therefore a grid independence test of the BSL-3 laboratory was undertaken. Compared with a nominal grid size of 50 mm, 25 mm and 20 mm, three sets of grid configurations (554857, 2077985 and 4065482) were tested and all were encrypted where the velocity gradient was large \[[@bib37]\]. Grid sensitivity was verified by the velocity variation at different heights below Inlet1 and Outlet1, as well as from a comparison between experimental and simulation results. The variation in velocity between 20 mm and 25 mm grids was very small, and the curve of the 25 mm grids was closer to the measured results ([Fig. 3](#fig3){ref-type="fig"} ). Therefore, a grid size of 25 mm was selected for all subsequent simulations and analyses in this study.Fig. 3Sensitivity of velocity to grid for three grids below Inlet 1 and Outlet 1.Fig. 3

The flow field in this model was verified to ensure accuracy of the numerical calculation of the continuous phase fluid. Since the motion of bioaerosol particles is primarily affected by airflow, an accurate model of continuous phase fluid is essential for exploring bioaerosol diffusion. From this, various air velocities at different heights (along a straight line) directly below four diffusers (two inlets and two outlets) were selected and compared between numerical simulations and field measurements ([Fig. 4](#fig4){ref-type="fig"} ). Results show that the experimental and numerical velocity data are in agreement. The mean absolute percentage error (MAPE) for velocity was less than 10% \[[@bib38]\], suggesting that the boundary condition settings of the flow field are reasonable. The top-right corner of [Fig. 4](#fig4){ref-type="fig"} shows the plane velocity field measurements at 0.1 m below the inlets, which is very close to the diffusers. Due to the characteristics of the diffusers, the fluctuation in air velocity at this position made it difficult to accurately capture the instantaneous velocity. However, after performing error analysis, the velocity deviation between numerical and measurement results for supply air was also less than 10%. Therefore, the air supply in the model can be considered acceptable.Fig. 4Inlet and outlet air velocity verification: comparison between experiment and simulation.Fig. 4

One inevitable deviation in velocity pattern might be caused by a combination of systematic deviation due to anemometer operation, simplification of diffusers in the CFD model, and difficulty in capturing velocity near the wall boundary. However, a deviation analysis of the whole simulation indicated that these were all within the acceptable range of the analysis.

To better track or predict the spread of bioaerosol particles in a typical BSL-3 laboratory, a bioaerosol release experiment was performed. Anderson samplers and plate counting method were used to obtain the colony-forming number of viable microorganisms, and then the concentration value of airborne culturable bioaerosols was calculated by Equation [(5)](#fd5){ref-type="disp-formula"}. The source concentration in the simulation was converted based on the concentration of viable microorganisms obtained by Anderson sampler, so all particles in the simulation were assumed to be viable. In addition, the growth, reproduction and death characteristics of the bioaerosol diffusion process in the simulation could be neglected due to the short time in the air.$$C\left( \text{CFU}/\text{m}^{3} \right) = \frac{1000 \times m \times N\left( \text{CFU} \right)}{T\left( \text{min} \right) \times F\left( \text{L}/\text{min} \right)}$$where *C* is the airborne culturable microbial concentration, *m* is the dilution multiple, *N* is colony number, *F* is the sampling flow rate, and *T* is the sampling time.

Sampling data for two kinds of bioaerosols at each point (S1, S2, S3 and S4) are shown in [Table 3](#tbl3){ref-type="table"} . The experiments repeated 5 times for each sampling point. The initial concentration used in the numerical calculation model and the verification data were based on these values. Due to the uncertainty of measurements from the six-stage Andersen sampler, the data for *Serratia marcescens* in group 5 differed greatly from those for the other groups. These data were therefore excluded and the *Serratia marcescens* concentration was determined using the average from the first four groups only.Table 3Sampling data for *Serratia marcescens* and phage ΦX174 at each point. (All data in the table was calculated and converted on the basis of Equation [(5)](#fd5){ref-type="disp-formula"}. The consistency of S1-phage data between group 2 and group 4, group 3 and group 5 is due to the same number of PFU observed).Table 3Species &\
Point*Serratia marcescens* (CFU/m^3^)Phage ΦX174 (PFU/m^3^)S1S2S3S4S1S2S3S4Group 1933074591534352931051270846018198343Group 293031849822519283557173870184424452Group 3931731433929542161114346841635537473Group 493356946081837269557173853856929548Group 5467350547727104521114346828553481378Average93217349612686265878862848045714439

[Fig. 5](#fig5){ref-type="fig"} shows the concentration verification for two kinds of bioaerosols, where the curves represent the trend of measured and simulated bacteria and virus concentrations at four sampling points. The experimental concentration correlated with the simulated average concentration, and the simulation values for bacteria and virus were similar. The concentration verification results indicate that the numerical prediction is highly consistent with the experimental data, which demonstrates the validity of subsequent simulations.Fig. 5Concentration verification of two kinds of bioaerosols in experiment and simulation.Fig. 5

4. Results and discussion {#sec4}
=========================

Based on the above-mentioned verifications, the efficiency of the ventilation at removing bioaerosols in the BSL-3 laboratory was first analyzed, followed by the migration pattern of the bioaerosols, and then the formation mechanism of a high-concentration region. Finally, the deposition characteristics and mechanisms of bioaerosols will be discussed.

4.1. Ventilation efficiency of bioaerosol removal in a BSL-3 laboratory {#sec4.1}
-----------------------------------------------------------------------

[Fig. 6](#fig6){ref-type="fig"} shows the decreasing trend of bioaerosol concentration at spatial sampling points and the bioaerosol removal rate (BRR) for both bioaerosols based on the simulation, which reflects the bioaerosol-removing characteristics. At S1, the concentration of both bioaerosols reached a maximum at 25--35 s and then decreased significantly, whereas the concentration at S2 increased gradually. This suggests that bioaerosols would be dominated by directional airflow towards S1, but would soon be directed to S2 after about 5 s due to the fact that the bioaerosol release from the source was set as a one-time rather than continuous release. Subsequently, it was also noticed that the concentrations at S3 and S4 reached their peak at 40--50 s, but only about 1/100 of the original amount remained at this time. It can therefore be concluded that there was significant non-directional diffusion of bioaerosol particles after passing through S2, as explained by the interference of vortex flow by obstacles. When the directional airflow encountered an obstacle, it would cause boundary layer separation and form turbulent zones of varying degrees, thereby reducing the bioaerosol particle carrying capacity of the directional airflow, causing some to fall off the airflow. This conclusion was confirmed later. The concentration of phage ΦX174 was slightly different from that of *Serratia marcescens*, but their removal efficiencies were similar. This finding shows that differences in size and mass between the two bioaerosols led to slightly different airflow follow-ability, but there was no significant difference in the trend of their decrease. Therefore, only *Serratia marcescens* was used in later analyses of bioaerosol migration and deposition.Fig. 6Concentration variation of bioaerosols with time at each sampling point and BRR (bioaerosol removal rate) of air outlets.Fig. 6

The bioaerosol removal rate (BRR) refers to the ratio of the amount removed through the outlets to the original released amount and was used to evaluate the removal efficiency of bioaerosol particles in a biosafety laboratory. Results show that the removal rate for the two bioaerosols tended to stabilize after 400 s, and both were below 30% (29.5% for *Serratia marcescens* and 28% for phage ΦX174). As can be seen in [Fig. 6](#fig6){ref-type="fig"}, the suspension rate of residual bioaerosols in space was 2.29% and 1.95% at that time, and the proportion that attached to or settled on indoor surfaces was close to 70% for both particles. Thus, under the influence of bioaerosol characteristics and indoor obstacles, nearly 70% of bioaerosol particles became deposited on various surfaces, including the wall, ground, ceiling, equipment, and tables during movement with the airflow. It is therefore possible that these deposited bioaerosol particles may greatly increase the exposure risk in the laboratory.

4.2. Migration of bioaerosols and mechanism of formation of a high-concentration region {#sec4.2}
---------------------------------------------------------------------------------------

After investigating the motion of bioaerosol particles, it was clear that airflow was the main factor determining their trajectory. Since the BLS-3 laboratory was modeled with an up-supply and up-return ventilation mode, it can be predicted that bioaerosol particles will undergo complex migration in three-dimensional space under the function of airflow combined with obstacles. To visualize the spread of bioaerosol particles under the control of airflow, three-dimensional concentration iso-surface maps were employed to determine migration characteristics.

[Fig. 7](#fig7){ref-type="fig"} illustrates the migration pattern of bioaerosol particles in the BSL-3 laboratory with a velocity streamline map and a three-dimensional concentration iso-surface map. After bioaerosol particles are released from the source, they would be controlled by the vertical airflow and moved downward. Ten seconds later, a cloud of high-concentration particles would hit the ground and move in two directions, as affected by airflow on the ground. Next, some of the particles were seen to move below experimental [Table 1](#tbl1){ref-type="table"}, while the others moved toward the two outlets. The former particles were captured by surfaces and caused rapid attenuation, then escaped from the experimental table and gradually moved upwards with the updraft before eventually being adsorbed onto the surface of equipment 3. The latter particles were carried by the airflow toward the outlets where most would be deposited on the ground. The entire process took about 30 s and is described in detail in [Fig. 7](#fig7){ref-type="fig"}(a)--(e). It was also seen that under the influence of vortex flow regions, several high-concentration regions still existed in space after 35 s ([Fig. 7](#fig7){ref-type="fig"}(f)).Fig. 7Iso-surface map of concentration and velocity streamline maps at different sections, DPM Concentration = 100000 CFU/m.^3^.Fig. 7

[Fig. 8](#fig8){ref-type="fig"}, [Fig. 9](#fig9){ref-type="fig"} explain the formation mechanism of high-concentration regions with velocity streamline maps of typical cross-sections. They show that the trajectory of bioaerosol particles is mainly affected by the movement of the main airflow and is consistent with previous data. However, a number of vortex flow regions of different scales were also observed that were due to obstruction by laboratory equipment or the internal interaction of airflow. The reflux zone under experimental [Table 1](#tbl1){ref-type="table"} and the main reflux zone of the X-section were the two main vortex flow regions. The former was caused by obstruction from the wall and table when the airflow moved below experimental [Table 1](#tbl1){ref-type="table"}, resulting in rewinding airflow, while the latter was a clockwise rotating airflow produced by an interaction between the Z-direction supplementary flow and the main airflow. Both of these can weaken the particle carrying capacity of the airflow and cause bioaerosol particles to fall out and remain for a length of time, thus forming high-concentration residual regions.Fig. 8Iso-surface maps of concentration and velocity streamline maps at different cross-sections, DPM Concentration = 50000 CFU/m^3^, T = 20 s.Fig. 8Fig. 9Iso-surface maps of concentrations and velocity streamline maps at different cross-sections, DPM Concentration = 50000 CFU/m^3^, T = 30 s.Fig. 9

As shown in [Fig. 10](#fig10){ref-type="fig"} , high-concentration residual regions formed in three main locations: the side of equipment 3, the lower half of the X-wall, and a small region below the inlets. After the process of surface capture and ventilation removal at T = 50 s, the high-concentration regions were obviously reduced, and only a small region below the inlets and on the lower half of the X-wall remained. These results show that migration of the cloud of high-concentration particles was consistent with the direction of airflow, while the high-concentration regions were closely related to the vortex flow regions. Thus, it can be concluded that equipment layout is a critical factor in the particle carrying capacity of directional airflow, and thereby the risk of exposure to bioaerosols in the laboratory.Fig. 10Iso-surface maps of DPM Concentration = 50000 CFU/m^3^, T = 40 s and 50 s.Fig. 10

4.3. Deposition characteristics and mechanism of bioaerosols in a BSL-3 laboratory {#sec4.3}
----------------------------------------------------------------------------------

From our bioaerosol migration data, it is clear that the risk of exposure to bioaerosols in a BSL-3 laboratory comes mainly from deposition pollution. There were, however, obvious differences in the spatial-temporal characteristics of deposition between different surfaces, and it was therefore necessary to conduct further in-depth analysis.

The sedimentation statistics of both bioaerosols on different surfaces (including ceiling, ground, walls, laboratory equipment, and tables) are shown in [Fig. 11](#fig11){ref-type="fig"} , and the deposition ratio and unit area deposition ratio of bioaerosols for each surface are also given. The deposition ratio is defined as the percentage of total deposition particles on all surfaces to the original released amount. The unit area deposition ratio was introduced to systematically compare the concentration of bioaerosol particles on different surfaces. Their mathematical models are defined by Equation [(6)](#fd6){ref-type="disp-formula"} and Equation [(7)](#fd7){ref-type="disp-formula"}.$$D_{0} = \frac{\sum_{i = 1}^{r}N_{i}}{A} \times 100\%$$ $$\theta_{0} = \frac{\sum_{i = 1}^{r}N_{i}}{A \times \sum_{i = 1}^{r}S_{i}} \times 100\%$$where$\ D_{0}$ is the deposition ratio of equipment or table, *r* is the surface with potential for sedimentary particles, *N* ~*i*~ is the deposition number on surface *i*, *A* is the released amount, $\theta_{0}$ is the unit area deposition ratio of equipment or table, and *S* ~*i*~ is the area of deposition surface *i*.Fig. 11Sedimentation statistics for both bioaerosols on different surfaces (ceiling, ground, walls, laboratory equipment, and tables).Fig. 11

The above parameters reflect the degree of pollution for each surface to a certain extent. We found that more than 50% of bioaerosol particles were deposited on the inner surface of the building: about 22.76% on the walls, 17.72% on the ground, and 12.03% on the ceiling. It is therefore worth noting that the cleanliness of the building envelope deserves attention when performing biosafety experiments, rather than being ignored. However, taking into consideration differences in surface area, the unit area deposition ratios of the biological safety cabinet (BSC), laboratory equipment, and floor were higher than for other surfaces (0.65%/m^2^, 0.57%/m^2^, 0.57%/m^2^, respectively). These results indicate that surfaces are more likely to enhance deposition pollution due to airflow, even though the surface area of some equipment is small. Thus, careful disinfection of the surfaces of laboratory equipment should be emphasized.

To further explain the deposition mechanism of bioaerosol particles, an exploration of the main sedimentary area of some typical surfaces in the laboratory was carried out. [Fig. 12](#fig12){ref-type="fig"}, [Fig. 13](#fig13){ref-type="fig"}, [Fig. 14](#fig14){ref-type="fig"}, [Fig. 15](#fig15){ref-type="fig"}, [Fig. 16](#fig16){ref-type="fig"} show bioaerosol deposition at different times on the walls, ground, ceiling, laboratory equipment, and experimental tables. In particular, [Fig. 13](#fig13){ref-type="fig"} shows the presence of highly concentrated particles, a large number of which coincided, making it difficult to highlight the sedimentary distribution. Therefore, the number of deposited particles was reduced in proportion and skip = 10 represents only 1/10 of the actual particles.Fig. 12Distribution of bioaerosol deposition on the ground after different time periods.Fig. 12Fig. 13Distribution of bioaerosol deposition on X- and X+ walls after different time periods.Fig. 13Fig. 14Distribution of bioaerosol deposition on Z- and Z+ walls after different time periods.Fig. 14Fig. 15Distribution of bioaerosol deposition on the ceiling after different time periods.Fig. 15Fig. 16Distribution of bioaerosol deposition on upper and lower surfaces of the experimental tables after different time periods.Fig. 16

[Fig. 12](#fig12){ref-type="fig"} shows the deposition distribution on the ground, and the main sedimentary area was located in the banded area between the source and the outlets. Combining this finding with the airflow analysis described in the previous section reveals that the sedimentary area would completely coincide with the coverage area of the main airflow with particle carrying capacity.

[Fig. 13](#fig13){ref-type="fig"}, [Fig. 14](#fig14){ref-type="fig"} show the distribution of bioaerosol deposition on the surrounding walls. The amount of bioaerosol deposition on the X-wall was greater than on the X+ wall, which was mainly determined by the direction of the main airflow ([Fig. 13](#fig13){ref-type="fig"}). Moreover, most of the deposition occurred in the first 50 s, which is consistent with the migration time of high-concentration regions to the outlets. Similar results were found for the other walls: the amount of deposition on the Z+ sidewall was much greater than on the Z-wall, and the main sedimentary area was located below experimental [Table 1](#tbl1){ref-type="table"} ([Fig. 14](#fig14){ref-type="fig"}). This was due to the fact that the vortex flow region under experimental [Table 1](#tbl1){ref-type="table"} was close to the release source, thus carrying a large number of bioaerosols that remained for a long time. There was also a small main sedimentary area on equipment 2, and again it can be shown that bioaerosol particles carried in the vortex flow are not carried out of the room and eventually become deposited on the wall near the vortex flow regions.

[Fig. 15](#fig15){ref-type="fig"} shows the distribution on three sedimentary areas on the ceiling, where bioaerosol particle deposition is mainly related to the indoor updraft. In addition, it was found that there were relatively more deposited particles on the ceiling. This could be explained by the strong lift of the updraft with a certain particle carrying capacity and could be enhanced by the presence of equipment under the up-supply and up-return ventilation mode.

[Fig. 16](#fig16){ref-type="fig"} shows the deposition distribution on the upper and lower surfaces of the experimental tables. Due to the low and narrow space under experimental [Table 1](#tbl1){ref-type="table"}, the bioaerosol particles were not effectively discharged with the airflow, but instead repeatedly collided with obstacles, resulting a large amount of deposition. Through a detailed analysis of the deposited particles on each surface, we showed that the deposition distribution of bioaerosols is closely related to the airflow characteristics, and the area near the vortex flow region was found to be the most seriously contaminated area.

5. Conclusions {#sec5}
==============

The aim of the present study was to investigate the migration and deposition characteristics of bioaerosol particles in a BSL-3 laboratory by focusing on three aspects: removal efficiency, removal time, and deposition distribution of bioaerosols. Consistent experimental results confirmed the validity of the CFD simulation. The main conclusions of the study are as follows:(1)There was no obvious difference in the removal efficiency of two kinds of bioaerosol in the BSL-3 laboratory. Almost 70% of bioaerosol particles became deposited on the surface of walls and equipment, leading to a high potential risk of laboratory-acquired infection. Therefore, it is necessary to pay close attention to follow-up laboratory disinfection routines.(2)The removal rates for both types of bioaerosol showed that they tended to stabilize after 400 s, which provides a scientific basis for regulating the time interval between different experiments.(3)Bioaerosol migration patterns indicate that high-concentration regions form mainly within vortex flow regions. Obstacles in the laboratory, such as equipment and tables, can influence the indoor flow field and increase the residence time of bioaerosols. Therefore, it is necessary to optimize the layout of laboratory equipment to improve the efficiency of bioaerosol removal.(4)In this BSL-3 laboratory, more than 50% of bioaerosols were deposited on the walls (22.76%), ground (17.71%) and ceiling (12.03%). Moreover, the unit area deposition ratio of bioaerosols for the biosafety cabinet, laboratory equipment, and ground was 0.65%/m^2^, 0.57%/m^2^, and 0.57%/m^2^, respectively, indicating that there is a higher potential for bioaerosol deposition on the surface of laboratory equipment. Therefore, disinfection of the surfaces of laboratory equipment is extremely important.

In summary, the potential infection risk from exposure to bioaerosols in a BSL-3 laboratory was investigated in detail using experimental and simulation methods. The results provide a scientific basis for controlling the time interval between different experiments and also provide guidelines for routine laboratory disinfection protocols. Future studies should be focused on optimizing the laboratory layout and improving the air distribution for efficient removing of bioaerosol.
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